Wire S101 runs from Room 104 to

location L10 and then on to the
ceiling speakers

D22
D23

oLNY /€ €1 |

€

I

lir=1
jmmmj ||

£

120W-"1@
{  oN ROOF

N @

I By TCILET
- I | 1 |y ==
SR GIGIGIGIGE

E

VAL

Wire type chart

Located In new mechanical room
in the NW corner of Harper Hall

Type Specification | Mfr
CAT6
CAT6 Plenum Misc
CAT6 DM Shielded Plenum | Crestron
Fiber 6 Strand West Penn
2C-Shielded | In snake Rapco
10-2 Plenum West Penn
2 Three inch conduits run from Rm 2 Three inch conduits run from Rm 14-4 Shielded
101 to Sound Booth 104 to Sound Booth
12-2 Plenum
2 Two inch conduits run 14-2 Plenum
from Rm 101 to Rm 104 RG6 Plenum
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NEW BUILDING
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Wire and Conduit Location chart
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L1 N/A N/A N/A N/A N/A
L2 N/A RM 104 N/A Coil in ceiling 15ft RM 104
D20 CAT 6 Rack Open None IDF1-25
D21 CAT 6 DM Rack Open IDF1-51
L3 Ya RM 104 78" In recessed bracket RM 104/ Sound Booth
D22 CAT 6 Rack 61110-RI6 IDF1-5
D23 CAT 6 DM Rack 6s180-sH6| °080-2S ipF15;
L4 Ya RM 104 18" RM 104
D24 CAT 6 Rack 61110-RI6 IDF1-23
D25 CAT 6 Rack 61110-RI6 | +2080-21S IpF1 o4
L5 Ya RM 104 18" RM 104/ Sound Booth
D26 CAT 6 Rack 61110-RI6 42080-21S IDF1-26
D27 CAT 6 DM Rack 6S180-SH6 IDF1-53
L6 Ya RM 104 48" RM 104
| D32 CAT6 Rack | 41106-RI3 | 42080-1IS PH-3
L7 Open RM 104 Ceiling Above Ceiling RM 104
D40 CAT 6 Rack 61110-RI6 IDF1-27
D41 CAT 6 Rack 61110-RI6 42046-1DA IDF1-28
L8 Ya RM 104 78" In recessed bracket RM 104/ Sound Booth
D28 CAT 6 Rack 61110-RI6 42080-21S IDF1-30
D29 CAT 6 DM Rack 6S180-SH6 IDF1-54
L9 Ya RM 104 78" In recessed bracket RM 104/ Sound Booth
D30 CAT 6 Rack 61110-RI6 IDF1-31
D31 CAT 6 DM Rack 65180-SHe| +2080-2TS —|pF155
L10 Yo RM 104 48" A/V Trim ring RM 104 to V/IC & Spkrs
S105 14/2 Plen Volume Control
L11 1-% RM 104 150" Sound Booth (thru 104)
D50 CAT 6 DM Rack 61110-RI6 IDF1-21
D51 CAT6 Rack 6S180-SH6 AU IDF1-57
TP106 14/2 Plen VIC VIC Camera
V1 RG6 TBD TBD Camera
L12 Ya RM 104 36" ? Above Counter RM 104
D14 CAT 6 Rack 61110-RI6 IDF1-17
D15 CAT 6 Rack 61110-RI6 42080-21S IDF1-18
L13 Ya RM 104 36" ? Above Counter RM 104
D6 CAT 6 Rack 61110-RI6 IDF1-11
D7 CAT 6 DM Rack 6S180-SH6 20 IDF1-49
L14 Ya RM 104 36" ? Above Couinter RM 104
D8 CAT 6 Rack 61110-RI6 IDF1-12
D9 CAT 6 DM Rack 61110-rC6| +2080-2!S pF150
L15 Ya RM 104 36" ? Above Counter RM 104
oie R e JeHIORe ] oo [BEES
D133 CAT6 Rack IDF1-37
D134 CAT6 Rack IDF1-38
L16 Ya RM 104 36" ? Above Counter RM 104
D12 CAT 6 Rack 61110-RI6 IDF1-15
D13 CAT 6 Rack 61110-RI6 | +2080-21S —i5F1 76
L17 1-1/2 RM 104 ? On Pole RM 104/ Sound Booth
D37 CAT 6 Rack 61110-RI6 IDF1-32
D38 CAT 6 Rack 61110-RI6 | 42080-3IS IDF1-33
D39 CAT 6 DM Rack 6S180-SH6 IDF1-58
L18 1-1/2 RM 104 ? On Pole RM 104/ Sound Booth
D34 CAT 6 Rack Power
D35 CAT 6 Rack 61110-RC6| 42080-3IS IDF1-20
D36 CAT 6 DM Rack 61110-RC6 IDF1-59
L19 1-1/2 RM 101 Stubbed Behind Rack Sound Booth (thru 101)
| V75 RG6 Sound Booth | TBD | TBD | Camera
L20 RM 101 Stubbed Behind Rack Sound Booth/ RM 101
L21 RM 101 Stubbed Behind Rack TBD/RM 101
| D68 CAT 6 RM104 | ? | ACE | IDF1-63
L22 2 RM 101 Stubbed Behind Rack Sound Booth/RM 101
L23 2 RM 101 Stubbed Behind Rack TBD/RM 101
L24 2 RM 101 Stubbed Behind Rack Sound Booth/RM 101
L25 2 RM 101 Stubbed Behind Rack Sound Booth
| D47 CAT 6 DM Rack |6S180-SH6| ACE | IDF1-63
L26 2 RM 101 Stubbed Behind Rack Sound Booth/RM 101
L27 1-Y RM 104 120" AFF | Above Stage Floor Sound Booth (thru 101)
D49 CAT 6 IDF1-34 61110-RI6 | 42080-2IS Camera
D54 CAT 6 DM IDF1-60 6S180-SH6|See L27-D49] Camera
TP78 14/2 Plen Pwr Sup N/A N/A Camera
V76 RG6 Sound Booth BNC N/A Camera
L28 Open N/A N/A Behind Rack Behind Rack
D4 CAT6 Rack 61110-RT6 IDF1-3
D5 CAT6 Rack 61110-RT6 42080-21S IDF1-4
L29 2 RM 101 Stubbed Behind Rack Sound Booth/RM 101
L30 Y RM 104 48" RM 104 (thru 101)
| D3 CAT 6 Rack | 61110-RT6 | 42080-1TS | PH-2
L31 Y RM 104 18" RM 104 (thru 101)
D1 CAT 6 Rack 61110-RT6 IDF1-1
D2 CAT 6 Rack 61110-RT6 | +2080-2TS —5F15
L32 Y RM 104 48" RM 104 (thru 101)
| D33 CAT 6 Rack | 61110-RT6 | 42080-1TS | PH-4
L33 Ya RM 131 Ceiling Above Ceiling RM 131
IDF2-1 CAT 6 Ceilin 61110-RT6 IDF2-1
IDF2-2 CAT 6 Ceiling 61110-RT6 | +2046-IDA || IDF2-2
L34 Ya RM 131 78" RM 131
IDF2-3 CAT6 Ceiling 61110-RT6 | IDF2-3
IDF2-4 CAT 6 Ceiling 61110-RT6 IDF2-4
IDF2-5 CAT6 Ceiling 61110-RT6 | 41080-61P IDF2-5
IDF2-6 CAT 6 Ceiling 61110-RT6 IDF2-6
IDF2-7 CAT 6 Ceiling 61110-RT6 IDF2-7
L35 Ya RM 131 78" RM 131
IDF2-8 CAT 6 Ceiling 61110-RT6 | IDF2-8
IDF2-9 CAT6 Ceiling 61110-RT6 IDF2-9
IDF2-10 CAT6 Ceiling 61110-RT6 | 41080-6IP IDF2-10
IDF2-11 CAT 6 Ceiling 61110-RT6 IDF2-11
IDF2-12 CAT 6 Ceiling 61110-RT6 IDF2-12
L36 Ya RM 131 36" ? Above Counter RM 131
IDF2-13 CAT 6 Ceiling 61110-RT6 | IDF2-13
IDF2-14 CAT 6 Ceiling 61110-RT6 IDF2-14
IDF2-15 CAT 6 Ceiling 61110-RT6 | 41080-6IP IDF2-15
IDF2-16 CAT 6 Ceiling 61110-RT6 IDF2-16
IDF2-17 CAT 6 Ceiling 61110-RT6 IDF2-17
L37 Yo RM 131 48" RM 131
L38 Y RM 131 TBD RM 131
L39 Ya RM 131 TBD RM 131
D16 CAT 6 Rack 61110-RI6 IDF1-6
D17 CAT 6 Rack 61110-RI6 IDF1-22
D18 CAT 6 Rack 61110-RI6 | +2080-41S IDF1-7
D19 CAT 6 Rack 61110-RI6 IDF1-8
L40 1Y RM 101 TBD See DWG 50315-SP.4 RM 101
S101 12ga Spk Audio Rack
S102 12ga SPk Audio Rack
L41 Existing RM 101 Stubbed Sound Booth/TBD
D43 CAT 6 DM Rack 61110-RI6 42080-21S IDF1-27
D44 Dropped CAT 6 DM Rack 6S180-SH6 IDF1-61
L42 Existing RM 101 Stubbed Sound Booth/TBD
D45 Dropped CAT 6 Rack 61110-RI6 42080-21S IDF1-28
D46 Dropped CAT 6 DM Rack 6S180-SH6 IDF1-62
L43 Y% RM 101 120" AFF | Above Stage Floor RM 104 (thru 101)
L44 1 RM 101 Stubbed | Termination TBD RM 101
L45 N/A N/A N/A N/A
L46 OPEN RM 101 Stubbed As Required Various
L47 Open L49 Existing L49
| D67 CAT6 WAP | None | none IDF2-5
L48 N/A N/A N/A RM104
| D58 Fiber Rack | TBD | BlackBox | Fiber shelf
L49 N/A N/A N/A RM104 Phone
D55 CAT6 RM104 phone patch
D56 CAT6 RM104 phone patch
D57 CAT6 RM104 phone patch
D80 Dedicated Fire Alarm CAT6 RM105 fire alarm panel Fire Alarm
L50 Open N/A N/A Volume Control S102 TP L10
L51 Open N/A N/A Ceiling Speaker S102 TP L 50
L52 Open N/A N/A Ceiling Speaker S102 TP L51
L53 OPen N/A N/A Ceiling Speaker S102 TP L52
L54 OPen N/A N/A HVAC RM 104
| D62 CAT 6 Rack | None | None [ IDF1-30
L55 OPen N/A N/A HVAC RM 104
| D60 CAT 6 Rack | None | None [ IDF1-29
L56 OPen N/A N/A HVAC RM 120
| D61 CAT 6 Rack | None | none | MDF-??
L57 OPen N/A N/A HVAC RM 120 to Youth Room
D63 CAT 6 MDF-?? None none IDF2-1
D64 CAT 6 MDF-?? None none IDF2-2
D65 CAT 6 MDEF-?? None none IDF2-3
Intercom OPen N/A N/A
| 1130 CAT 6 RM101 to Stage?? | None |  none |
| L58 | OPen | N/A N/A | Camera at control booth
| V135 RG6 | | | |
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